City of San Diego
Water Operations Division
Water Quality Laboratory

Coliform Bacteria and Turbidity Results in New Mains
For the Week of October 10, 2005 to October 14, 2005

Sample WAO . . Laboratory/ . Laboratory | Pass/
Date Number Location (Sample Station) Field Analysis Field Result Result Fail

10-Oct-05 130068 STA 17+62 FASHION VALLEY RD. #1  [FREE CHLORINE 0.1 Fail
10-Oct-05 130068 STA 17+62 FASHION VALLEY RD. #1  [TOTAL CHLORINE 1.14 Fail
10-Oct-05 130068 STA 17+62 FASHION VALLEY RD. #1  [PH 8.29 Fail
10-Oct-05 130068 STA 17+62 FASHION VALLEY RD. #1  [TEMPERATURE 24 Fail
10-Oct-05 130068 STA 17+62 FASHION VALLEY RD. #1  [E_COLI A Fail
10-Oct-05 130068 STA 17+62 FASHION VALLEY RD.#1  [TOTAL COLIFORM A Fail
10-Oct-05 130068 STA 17+62 FASHION VALLEY RD. #1  [PLATE COUNT > 5700.00 | Fail
10-Oct-05 130068 STA 17+62 FASHION VALLEY RD. #1  [TURBIDITY 0.14 Fail
10-Oct-05 1215927 STA 15+49.61 CARMEL VALLEY RD. #1 [FREE CHLORINE 0.1 Pass
10-Oct-05 1215927 STA 15+49.61 CARMEL VALLEY RD. #1 [TOTAL CHLORINE 1.77 Pass
10-Oct-05 1215927 STA 15+49.61 CARMEL VALLEY RD. #1 [PH 8.03 Pass
10-Oct-05 1215927 STA 15+49.61 CARMEL VALLEY RD. #1 [TEMPERATURE 26 Pass
10-Oct-05 1215927 STA 15+49.61 CARMEL VALLEY RD. #1 [E_COLI A Pass
10-Oct-05 1215927 STA 15+49.61 CARMEL VALLEY RD. #1 [TOTAL COLIFORM A Pass
10-Oct-05 1215927 STA 15+49.61 CARMEL VALLEY RD. #1 [PLATE COUNT < 1.00 Pass
10-Oct-05 1215927 STA 15+49.61 CARMEL VALLEY RD. #1 [TURBIDITY 0.13 Pass
10-Oct-05 1215927 STA 21+91.78 CARMEL VALLEY RD. #1 [FREE CHLORINE 0.13 Pass
10-Oct-05 1215927 STA 21+91.78 CARMEL VALLEY RD. #1 [TOTAL CHLORINE 1.73 Pass
10-Oct-05 1215927 STA 21+91.78 CARMEL VALLEY RD. #1 [PH 8.03 Pass
10-Oct-05 1215927 STA 21+91.78 CARMEL VALLEY RD. #1 [TEMPERATURE 26.5 Pass
10-Oct-05 1215927 STA 21+91.78 CARMEL VALLEY RD. #1 [E COLI A Pass
10-Oct-05 1215927 STA 21+91.78 CARMEL VALLEY RD. #1 [TOTAL COLIFORM A Pass
10-Oct-05 1215927 STA 21+91.78 CARMEL VALLEY RD. #1 [PLATE COUNT 1 Pass

EXPECTED RESULTS:

E-COLI=A=ABSENT/100mI

T-COLIFORM=A=ABSENT/100ml SYMBOLS:

PLATE COUNT<500 CFU/1ml A=ABSENT

TURBIDITY<5.0 NTU P=PRESENT

FREE CL,=ND - 4.0 mg/L E=ESTIMATED

TOTAL CL, = .2mg/L - 4.0mg/L 1
PH=65-85+.2



City of San Diego
Water Operations Division
Water Quality Laboratory

Coliform Bacteria and Turbidity Results in New Mains
For the Week of October 10, 2005 to October 14, 2005

Sample WAO . . Laboratory/ . Laboratory | Pass/
Date Number Location (Sample Station) Field Analysis Field Result Result Fail

10-Oct-05 1215927 STA 21+91.78 CARMEL VALLEY RD. #1 [TURBIDITY 0.14 Pass
11-Oct-05 130068 STA 17+62 FASHION VALLEY RD. #2 [FREE CHLORINE ND Fail
11-Oct-05 130068 STA 17+62 FASHION VALLEY RD. #2 [TOTAL CHLORINE 1.21 Fail
11-Oct-05 130068 STA 17+62 FASHION VALLEY RD. #2  [PH 8.02 Fail
11-Oct-05 130068 STA 17+62 FASHION VALLEY RD. #2 [TEMPERATURE 27.8 Fail
11-Oct-05 130068 STA 17+62 FASHION VALLEY RD. #2 [E_COLI A Fail
11-Oct-05 130068 STA 17+62 FASHION VALLEY RD. #2 [TOTAL COLIFORM A Fail
11-Oct-05 130068 STA 17+62 FASHION VALLEY RD. #2  [PLATE COUNT E 1600.00 | Fail
11-Oct-05 130068 STA 17+62 FASHION VALLEY RD. #2 [TURBIDITY 0.33 Fail
11-Oct-05 1215927 STA 15+49.61 CARMEL VALLEY RD. #2 [FREE CHLORINE 0.14 Pass
11-Oct-05 1215927 STA 15+49.61 CARMEL VALLEY RD. #2 [TOTAL CHLORINE 1.84 Pass
11-Oct-05 1215927 STA 15+49.61 CARMEL VALLEY RD. #2 [PH 8.01 Pass
11-Oct-05 1215927 STA 15+49.61 CARMEL VALLEY RD. #2 [TEMPERATURE 25.3 Pass
11-Oct-05 1215927 STA 15+49.61 CARMEL VALLEY RD. #2 |[E_COLI A Pass
11-Oct-05 1215927 STA 15+49.61 CARMEL VALLEY RD. #2 [TOTAL COLIFORM A Pass
11-Oct-05 1215927 STA 15+49.61 CARMEL VALLEY RD. #2 [PLATE COUNT < 1.00 Pass
11-Oct-05 1215927 STA 15+49.61 CARMEL VALLEY RD. #2 [TURBIDITY 0.17 Pass
11-Oct-05 1215927 STA 21+91.78 CARMEL VALLEY RD. #2 [FREE CHLORINE 0.1 Pass
11-Oct-05 1215927 STA 21+91.78 CARMEL VALLEY RD. #2 [TOTAL CHLORINE 1.66 Pass
11-Oct-05 1215927 STA 21+91.78 CARMEL VALLEY RD. #2 [PH 8.05 Pass
11-Oct-05 1215927 STA 21+91.78 CARMEL VALLEY RD. #2 [TEMPERATURE 25.4 Pass
11-Oct-05 1215927 STA 21+91.78 CARMEL VALLEY RD. #2 [E COLI A Pass

EXPECTED RESULTS:

E-COLI=A=ABSENT/100mI

T-COLIFORM=A=ABSENT/100ml SYMBOLS:

PLATE COUNT<500 CFU/1ml A=ABSENT

TURBIDITY<5.0 NTU P=PRESENT

FREE CL,=ND - 4.0 mg/L E=ESTIMATED

TOTAL CL, = .2mg/L - 4.0mg/L 2
PH=65-85+.2
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Water Operations Division
Water Quality Laboratory

Coliform Bacteria and Turbidity Results in New Mains
For the Week of October 10, 2005 to October 14, 2005

Sample WAO . . Laboratory/ . Laboratory | Pass/
Date Number Location (Sample Station) Field Analysis Field Result Result Fail

11-Oct-05 1215927 STA 21+91.78 CARMEL VALLEY RD. #2 [TOTAL COLIFORM A Pass
11-Oct-05 1215927 STA 21+91.78 CARMEL VALLEY RD. #2 [PLATE COUNT < 1.00 Pass
11-Oct-05 1215927 STA 21+91.78 CARMEL VALLEY RD. #2 [TURBIDITY 0.13 Pass
11-Oct-05 1227438 STA 27+07 SYCAMORE TR. #1 FREE CHLORINE 0.13 Pass
11-Oct-05 1227438 STA 27+07 SYCAMORE TR. #1 TOTAL CHLORINE 1.98 Pass
11-Oct-05 1227438 STA 27+07 SYCAMORE TR. #1 PH 7.7 Pass
11-Oct-05 1227438 STA 27+07 SYCAMORE TR. #1 TEMPERATURE 25.9 Pass
11-Oct-05 1227438 STA 27+07 SYCAMORE TR. #1 E _COLI A Pass
11-Oct-05 1227438 STA 27+07 SYCAMORE TR. #1 TOTAL COLIFORM A Pass
11-Oct-05 1227438 STA 27+07 SYCAMORE TR. #1 PLATE COUNT < 1.00 Pass
11-Oct-05 1227438 STA 27+07 SYCAMORE TR. #1 TURBIDITY 0.11 Pass
12-Oct-05 1227438 STA 27+07 SYCAMORE TR. #2 FREE CHLORINE 0.12 Pass
12-Oct-05 1227438 STA 27+07 SYCAMORE TR. #2 TOTAL CHLORINE 2.08 Pass
12-Oct-05 1227438 STA 27+07 SYCAMORE TR. #2 PH 7.7 Pass
12-Oct-05 1227438 STA 27+07 SYCAMORE TR. #2 TEMPERATURE 26.7 Pass
12-Oct-05 1227438 STA 27+07 SYCAMORE TR. #2 E_COLI A Pass
12-Oct-05 1227438 STA 27+07 SYCAMORE TR. #2 TOTAL COLIFORM A Pass
12-Oct-05 1227438 STA 27+07 SYCAMORE TR. #2 PLATE COUNT 2 Pass
12-Oct-05 1227438 STA 27+07 SYCAMORE TR. #2 TURBIDITY 0.09 Pass
13-Oct-05 1253477 STA 22+40 ARTESIAN RD. #1 FREE CHLORINE 0.13 Pass
13-Oct-05 1253477 STA 22+40 ARTESIAN RD. #1 TOTAL CHLORINE 2.7 Pass
13-Oct-05 1253477 STA 22+40 ARTESIAN RD. #1 PH 8.29 Pass

EXPECTED RESULTS:

E-COLI=A=ABSENT/100mI

T-COLIFORM=A=ABSENT/100ml SYMBOLS:

PLATE COUNT<500 CFU/1ml A=ABSENT

TURBIDITY<5.0 NTU P=PRESENT

FREE CL,=ND - 4.0 mg/L E=ESTIMATED

TOTAL CL, = .2mgiL - 4.0mg/L

PH=65-85+.2
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City of San Diego
Water Operations Division
Water Quality Laboratory

Coliform Bacteria and Turbidity Results in New Mains
For the Week of October 10, 2005 to October 14, 2005

Sample WAO . . Laboratory/ . Laboratory | Pass/
Date Number Location (Sample Station) Field Analysis Field Result Result Fail
13-Oct-05 1253477 STA 22+40 ARTESIAN RD. #1 TEMPERATURE 26.8 Pass
13-Oct-05 1253477 STA 22+40 ARTESIAN RD. #1 E_COLI A Pass
13-Oct-05 1253477 STA 22+40 ARTESIAN RD. #1 TOTAL COLIFORM A Pass
13-Oct-05 1253477 STA 22+40 ARTESIAN RD. #1 PLATE COUNT 27 Pass
13-Oct-05 1253477 STA 22+40 ARTESIAN RD. #1 TURBIDITY 0.09 Pass
13-Oct-05 1253477 STA 13+72 ARTESIAN RD. #1 FREE CHLORINE 0.18 Pass
13-Oct-05 1253477 STA 13+72 ARTESIAN RD. #1 TOTAL CHLORINE 2.6 Pass
13-Oct-05 1253477 STA 13+72 ARTESIAN RD. #1 PH 8.49 Pass
13-Oct-05 1253477 STA 13+72 ARTESIAN RD. #1 TEMPERATURE 26.4 Pass
13-Oct-05 1253477 STA 13+72 ARTESIAN RD. #1 E_COLI A Pass
13-Oct-05 1253477 STA 13+72 ARTESIAN RD. #1 TOTAL COLIFORM A Pass
13-Oct-05 1253477 STA 13+72 ARTESIAN RD. #1 PLATE COUNT 110 Pass
13-Oct-05 1253477 STA 13+72 ARTESIAN RD. #1 TURBIDITY 0.22 Pass
13-Oct-05 1253477 STA 18+22 ARTESIAN RD. #1 FREE CHLORINE 0.15 Pass
13-Oct-05 1253477 STA 18+22 ARTESIAN RD. #1 TOTAL CHLORINE 25 Pass
13-Oct-05 1253477 STA 18+22 ARTESIAN RD. #1 PH 8.35 Pass
13-Oct-05 1253477 STA 18+22 ARTESIAN RD. #1 TEMPERATURE 26.9 Pass
13-Oct-05 1253477 STA 18+22 ARTESIAN RD. #1 E_COLI A Pass
13-Oct-05 1253477 STA 18+22 ARTESIAN RD. #1 TOTAL COLIFORM A Pass
13-Oct-05 1253477 STA 18+22 ARTESIAN RD. #1 PLATE COUNT 25 Pass
13-Oct-05 1253477 STA 18+22 ARTESIAN RD. #1 TURBIDITY 0.15 Pass
14-Oct-05 1253477 STA 22+40.68 ARTESIAN RD. #2 FREE CHLORINE 0.23 Pass

EXPECTED RESULTS:
E-COLI=A=ABSENT/100ml

T-COLIFORM=A=ABSENT/100m SYMBOLS:
PLATE COUNT<500 CFU/1ml A=ABSENT
TURBIDITY<5.0 NTU P=PRESENT
FREE CL,= ND - 4.0 mg/L E=ESTIMATED
TOTAL CL, = .2mgiL - 4.0mg/L 4

PH=65-85+.2



City of San Diego
Water Operations Division
Water Quality Laboratory

Coliform Bacteria and Turbidity Results in New Mains
For the Week of October 10, 2005 to October 14, 2005

Sample WAO . . Laboratory/ . Laboratory | Pass/
Date Number Location (Sample Station) Field Analysis Field Result Result Fail

14-Oct-05 1253477 STA 22+40.68 ARTESIAN RD. #2 TOTAL CHLORINE 2.5 Pass
14-Oct-05 1253477 STA 22+40.68 ARTESIAN RD. #2 PH 8.18 Pass
14-Oct-05 1253477 STA 22+40.68 ARTESIAN RD. #2 TEMPERATURE 23.9 Pass
14-Oct-05 1253477 STA 22+40.68 ARTESIAN RD. #2 E_COLI A Pass
14-Oct-05 1253477 STA 22+40.68 ARTESIAN RD. #2 TOTAL COLIFORM A Pass
14-Oct-05 1253477 STA 22+40.68 ARTESIAN RD. #2 PLATE COUNT 16 Pass
14-Oct-05 1253477 STA 22+40.68 ARTESIAN RD. #2 TURBIDITY 0.08 Pass
14-Oct-05 1253477 STA 13+72 ARTESIAN RD. #2 FREE CHLORINE 0.18 Pass
14-Oct-05 1253477 STA 13+72 ARTESIAN RD. #2 TOTAL CHLORINE 2.7 Pass
14-Oct-05 1253477 STA 13+72 ARTESIAN RD. #2 PH 8.33 Pass
14-Oct-05 1253477 STA 13+72 ARTESIAN RD. #2 TEMPERATURE 25.6 Pass
14-Oct-05 1253477 STA 13+72 ARTESIAN RD. #2 E _COLI A Pass
14-Oct-05 1253477 STA 13+72 ARTESIAN RD. #2 TOTAL COLIFORM A Pass
14-Oct-05 1253477 STA 13+72 ARTESIAN RD. #2 PLATE COUNT 190 Pass
14-Oct-05 1253477 STA 13+72 ARTESIAN RD. #2 TURBIDITY 0.09 Pass
14-Oct-05 1253477 STA 18+22 ARTESIAN RD. #2 FREE CHLORINE 0.15 Fail
14-Oct-05 1253477 STA 18+22 ARTESIAN RD. #2 TOTAL CHLORINE 2.3 Fail
14-Oct-05 1253477 STA 18+22 ARTESIAN RD. #2 PH 8.18 Fail
14-Oct-05 1253477 STA 18+22 ARTESIAN RD. #2 TEMPERATURE 25.7 Fail
14-Oct-05 1253477 STA 18+22 ARTESIAN RD. #2 E_COLI A Fail
14-Oct-05 1253477 STA 18+22 ARTESIAN RD. #2 TOTAL COLIFORM A Fail
14-Oct-05 1253477 STA 18+22 ARTESIAN RD. #2 PLATE COUNT 510 Fail
14-Oct-05 1253477 STA 18+22 ARTESIAN RD. #2 TURBIDITY 0.47 Fail

EXPECTED RESULTS:

E-COLI=A=ABSENT/100mI

T-COLIFORM=A=ABSENT/100ml SYMBOLS:

PLATE COUNT<500 CFU/1ml A=ABSENT

TURBIDITY<5.0 NTU P=PRESENT

FREE CL,=ND - 4.0 mg/L E=ESTIMATED

TOTAL CL, = .2mgiL - 4.0mg/L

PH=65-85+.2




